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Gounding Electrode System If available
on the premises at each building or structure
served, a metal mﬁexum water pipe in
direct contact with earth for 10 feet or
more and electrically continucus (or made
electrically continuous i
insulating joints or sectians) to the points
of cannecticn of the ing electrode
canductor and the i ctors. A
metal unde water pipe shall be

lemented by an additional electrode,
such as a driven rod. Interior metal water
piping located more than 5 feet from the
point of entrance to the building shall
not be used as a canductor to interconnect
the electrodes and the grounding electrode
canductor.
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A metal underground gas piping
system shall not be used as a
grounding electrode.
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connection device
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No. 4 AWG or larger bare copper |
ccn:hxctoarI%r steel reinforcing

bar or rod not less than 1/2"
diameter

Direct contact
with earth
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